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DETAILS OF 11KV. CONTROL ROOM FOR UPTO 13 PANNELS
( FROM 7.5 MVA TX INDOOR S/STN )23/02/2010

NAME

J.M.Kahare

B. GAITHO
K.P.&.L.Co.Ltd

SK. No. 08280/B
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600 x 600mm  Cable Trench

900 x 900mm Deep Cable Trench

Fixed glass
window

MAIN DOOR 2
Double leaf door
for details see
SK. No.06249 sht 1

4 x 100mm Dia. cable
ducts for control cables
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