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A A

100mm thick conc. floor slab with
B. 142 type B.R.C. weldmesh reinforcement.

on min 200mm hardcore filling.

200mm thick solid quarry stones
foundation walling

600x200mm thick conc. footing

- Blue coloured pre-painted I.T.5 roofing sheet.
- 50x50x6mm thick angle iron purlin.
- 75x50x3mm RHS truss and rafters
- Gauge 26 galsheet rainwater gutter.

450x150mm thick RC
ring beam with 4 No Y12
bars and Y8 stirrups at 250 C / C

I.T.5 sheets to
roof eaves

ROOF CONSTRUCTION PITCH  20 0

100mm Dia. p.v.c. rain water down pipe

Gauge 26 galsheet
gutter.

450x150mm thick R.C ring
beam with 4 No. Y12 bars and
Y8 Stirrups at 250mm c/c

Pre-painted blue
coloured galsheet
roofing sheets.

I.T.5 sheet to
eave.

Gauge 26 100x 100mm
corner edging

Ex. 50x50mm thick
timber bearers

50x50mm R.H.S
fascia support

I.T.5 galsheet facing
to eave

Ex. 100x50mm thick
timber cornice

75x50x6mm thick
R.H.S rafters and tie beams

50x50x6mm thick
angle iron support

50x50x6mm thick
angle iron support.

Hook bolt

16mm Dia. steel bolts
encasted on conc. beam
to receive steel trusses
with 16mm thick M.S
steel plate cleat.

150mm masonary
stone walling

EAVE DETAIL

ELEVATION 01 ELEVATION 02

ELEVATION 04

ELEVATION 03

SECTION A - A

pv

pv

150mm masonary
stone walling

Galsheet IT5 fascia on
50x50x3mm RHS framing.

Steel door

pv

pv

Galsheet IT5 fascia on
50x50x3mm RHS framing.

Steel casement
window frame

150mm masonary
stone walling

pv

Galsheet IT5 fascia on
50x50x3mm RHS framing.

pv

150mm masonary
stone walling

Galsheet IT5 fascia on
50x50x3mm RHS framing.

Steel casement
window frame

Steel casement
window frame

Steel casement window frame
sizes are as specified on plan.

Galsheet IT5 fascia on 50x50x3mm RHS
framing.

60mm thick R.C. seat with
cement screed screed finish.

Precast window sills

FGLFGL

pv

03

02

pv

GUARD
ROOM

PLAN 01

04

Fall

Fall

Fall Fall

Fa
ll

Fa
ll

Fa
ll

Fa
ll

ROOF PLAN

CHECKED
ENGINEER I/C

PRINCIPAL D'MAN
CHECKED

DRAWN

TRACED
6

APPROVED

SIGNDATE

REF

2
1

4
5

3

REVISION CHECKEDSIGNDATE DATE

DETAILS OF GUARD HOUSE AT PRIMARY SUB - STATION
23/02/2010

NAME

J.M.Kahare

B. GAITHO

SCALE 1 : 50

K.P.&.L.Co.Ltd

SK. No. 09847/A

SHEET 3B


